8" VALVE BOX CAP MARKED "WATER" (ALHAMBRA FOUNDRY NO. A-29606 OR APPROVED EQUAL) COATED WITH BLUE OR YELLOW (FOR FIRE HYDRANT) POLYESTER FUSECOTE.

SLIP CHAMBER, 22 GAUGE GALVANIZED SHEET METAL, 12" LONG.

2" SQ. OPERATING NUT

8" SCHEDULE 40 PVC PIPE

7" O.D. x 3/16" PLATE. WELDED TO EXTENSION. (TYP)

VALVE STEM EXTENSION, 1-1/4" DIA. SOLID STEEL ROD FOR OPERATING NUT MORE THAN 4 FEET BELOW SURFACE.

1/8" WELD

NOTE:

VALVE STEM EXTENSION SHALL BE PROVIDED WHERE DEPTH TO OPERATING NUT EXCEEDS 4'-0".

AC COMPANION STD. T700 AND T701

CITY OF TORRANCE

DATE ISSUED
11 DEC 2006

VALVE BOX ASSEMBLY

STANDARD NO.
T712

SHEET 1 OF 1

ROBERT J. BESTE
PUBLIC WORKS DIRECTOR
R.C.E. NO. 50737