SOLID COPPER DISC
MUELLER H-15535
(3/4" OR 1")
AND FLARE NUT

BRASS CAP
MUELLER H-15540
3/4" OR 1"
CORPORATION STOP

NOTE:
IF EXISTING MAIN IS BEING ABANDONED, FITTINGS AT THE MAIN NEED NOT BE REMOVED.

<table>
<thead>
<tr>
<th>ITEM</th>
<th>DESCRIPTION</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>SHUT OFF CORP. STOP</td>
</tr>
<tr>
<td>2</td>
<td>REMOVE FLARE NUT. INSTALL BRASS CAP OR COPPER DISC W/FLARE NUT ON CORPORATION STOP.</td>
</tr>
<tr>
<td>3</td>
<td>CRIMP COPPER PIPE 12&quot; FROM ANGLE VALVE AND CORP. STOP</td>
</tr>
<tr>
<td>4</td>
<td>REMOVE EXISTING METER, METER BOX AND ANGLE VALVE RETURN METER AND ANGLE VALVE TO CITY OF TORRANCE.</td>
</tr>
<tr>
<td>5</td>
<td>VOID FROM WATER METER ASSEMBLY REMOVAL SHALL BE BACKFILLED, WITH NATIVE SOIL OR SUITABLE MATERIAL AS APPROVED BY THE ENGINEER, TO GRADE.</td>
</tr>
</tbody>
</table>

CITY OF TORRANCE

SERVICE ABANDONMENT

TYPICAL 3/4" OR 1" METER

DATE ISSUED
JAN 2011

STANDARD NO.
T 725

ROBERT J. BESTE
PUBLIC WORKS DIRECTOR
R.C.E. NO. 50737

SHEET 1 OF 1